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PEOPLE » PROCESS * PLACE
GENERAL NOTES:

1. CONDUCTORS SHOULD BE PER MANUFACTURER'S RECOMMENDED
WIRING.

2. ALL CONNECTIONS SHALL BE ROUTED WITHIN STRUCTURE. ANY 500 pilot road, suite a

@ @ @ EXPOSE CONDUCTORS SHALL BE IN CONDUIT. las vegas, nevada 89119
3. CONTRACTOR TO PROVIDE ALL HARDWARE TO MOUNT BATTERY Tel: 702.263.7111
PV PANELS@ AND CONTROLLER. Fax: 702.263.8111
(TYP OF 3) www.lgainc.com
SHEET NOTES: ————"———“1- -
,/ (D SEE 1/E1-A FOR CONTROLLER DIAGRAM DETAIL FOR WIRE AND CONNECTION (
SIZES. ‘ J
A — — — — L — — — — — — — — — - — . L — —
G 1 () SEE 2/E1—A FOR EQUIPMENT MOUNTING. e comBUting enginoore, e
@ COORDINATE WITH ARCHITECT FOR LOCATION AND MOUNTING REQUIREMENTS. 5458 S. Duranga Dr., Suite100
Las Vegas, NV 89113
\ (® 12V DISCONNECT SWITCHES FOR BATTERY AND PV PANELS TO BE MOUNTED o 700 m.3621
IN 4S BOX RECESSED IN METAL PANEL WITH VSR—NEVADA LOCK KEYBOX . 702.871.6353
LOCKABLE COVER www.tikengineers.com
. ; ! ; ! consultant
—~ ' ' ! (5) CONNECT PV TO MAINTAIN 12V OUTPUT.
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J-BOX H LED LED
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(3)PHOTOVOLTAIC PANELS
MANUFACTURER: UNI-SOLAR BATTERY .
CAT. NO. — PVL-68 MANUFACTURER: MK BATTERY 6.25A 6.25A Project No.: TJK #09047
S CAT. NO. — 8A4DLTP—-DEKA \ e
LED FIXTURE File:
BATTER"\:*:—#m GROUND MANUFACTURER: BY OTHERS
12V — MECH FASTEN Drawn By: NT

T TO BUILDING ALUMINUM
Checked By: TA
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I 1 CONmOLLER DlAGRAM All Drawings, Specifications and Copies thereof
furnished by the Architect are to be used only with
respect to this Project and are not to be used on any
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DETAIL NOTE.:

MECHANICAL GROUNDING CONNECTION TO ALUMINUM POST VIA COPPER Date of issue:  07/29/2009
GROUND WIRE. INSTALL INSIDE SIGN ENCLOSURE. cD

ELECTRICAL LIGHTING
AND POWER PLAN

E1-A

All dimensions and on-site conditions are to be verified by
the Subcontractors before starting their work.
Report any discrepancies to the General Contractor.






